INTRODUCTION
Over the past ten years, significant efforts have been made to tighten and insulate houses to conserve energy. However, tightening the envelope of a house has an important impact on the ventilation of that house, and therefore on its indoor air quality. Conventional houses in the United States have leaky envelopes, such that ventilation is provided naturally, namely by infiltration driven by wind and stack effects. As the building envelope is tightened to reduce the average infiltration, the infiltration (natural ventilation) can become very low under mild weather conditions, possibly causing indoor air quality problems [ 1] .
To meet the combined goals of reducing the heat loss due to infiltration and maintaining acceptable indoor air quality, different strategies can be employed. A common strategy employed in the United States is to tighten the envelope so as to obtain a given average natural ventilation rate (e.g. 0.5 air changes per hour). A more sophisticated strategy is to tighten the house as much as possible and install a mechanical ventilation system. There are several options for this strategy, all of which require a rather tight building envelope. The most popular option in the United States is to install two balanced fans whose air streams are connected via an air-to-air heat exchanger. In this system, flow rates are set to provide a given average ventilation rate, and the incoming outdoor air is preheated by tlle exhaust air stream. Another mechanical ventilation option, commonly used in Scandinavian countries, employs an exhaust fan with heat recovery.
The exhaust fan depressurizes the house: drawing outdoor air into the house either through leaks in the envelope or through specially designed vents. The heat is recovered from the exhaust stream by coupling it to a heat pump that can be used either for space heating or for domestic water heating [2] . In some instances exhaust fans are used without heat recovery, simply to provide a more uniform ventilation rate.
Our goal in this study is to examine the impacts of these ventilation strategies on the total energy consumption of single-family rejdences located in three cities in the northwest United
States. The cities chosen include: 1) a moderate coastal climate, 2) a windy cold climate, and 3) a calm cold climate. Using an hour-by-hour residential building simulation model, we shall examine five ventilation strategies: 1) natural ventilation, 2) balanced ventilation with an air-to-air heat exchanger, 3) exhaust ventilation without heat recovery, 4) exhaust ventilation connected to a heat pump that provides space heating, and 5) exhaust ventilation connected to a heat pump that heats domestic hot water. 
VENTll.ATION
Natural ventilation (or infiltration) is caused by the interaction of the building envelope with pressure differences caused by wind and by indoor-outdoor temperature differences (stack effect).
We use a simplified infiltration model to determine the natural ventilation rate as a function of weather conditions [3, 4] . In this model, the equation used to add the ventilation rates obtained from wind speeds and temperature differences is:
is the infiltration rate due to wind effect [m 3 fh] is the infiltration due to stack effect 1m 3 fh]
(1)
In the case where natural ventilation is supplemented by a mechanical ventilation system, equation 1 takes the form [5, 6] : shows that balanced flows adds simply to the total infiltration, whereas unbalanced flows add in quadrature. The reason for this is that unbalanced flows change the internal pressure of the house and therefore interact with wind-induced and stack-induced flows.
Balanced-flow mechanical ventilation systems have two air streams driven by a supply fan and an exhaust fan. The two streams are usually connected by means of an air-to-air heat exchanger which transfers heat from the warm air stream to the cold air stream with little or no mixing. One problem with these systems is that the moisture contained in the exhaust air stream sometimes freezes in the core of the heat exchanger. Another problem is that ventilation effectiveness is often reduced by short circuiting of exhaust and intake air streams within the house (i.e., unless the air streams are ducted, reentrainment may occur, thereby preventing full mixing) [7,8j. • 3 Exhaust ventilation systems usually depressurize the house with a single exhaust fan, thereby sucking outdoor air into the house through the building envelope (In supertight Swedish houses, vents are placed in the envelope to allow air intake). In principle, exhaust ventilation systems have several advantages over balanced air-~air systems: 1) an exhaust system does not require supply ductwork because fresh air enters the house through leaks distributed over the entire envelope rather than through a single fan, and 2) ventilation peaks and valleys are less pronounced for an exhaust system because it adds in quadrature with natural infiltration. The strategy employed in the Scandinavian countries to extract heat from the exhaust stream is to use a small heat pump that provides either space heating or domestic water heating. Although such a device can extract a large amount of heat from the exhaust air (possibly cooling it below outdoor temperature), its major disadvantages are its complexity and high initial cost.
The main purpose of ventilation is to minimize the concentration of contaminants in the indoor air. For a given contaminant source strength (i.e., rate of contaminant generation), the steady-state concentration of that contaminant is proportional to the inverse ventilation, rate, implying that the average contaminant concentration is proportional to the average inver8e ventilation rate. Because indoor air quality is inversely proportional to the average contaminant concentration, we shall use the inverse of the average inverse ventilation rate as a measure of the indoor air quality resulting from different ventilation strategies. This quantity shall be referred to as the effective ventilation rate:
As a second measure of indoor air quality, we shall use the statistical spread of the effective ventilation rate, which describes the expected fluctuations. The spread of a log-normal distribution is analogous to the standard deviation of a normal distribution and is defined as: (4) The ventilation rates used Cor the different strategies were adjusted to provide the same air quality (to first order) by assuring that the effective ventilation rates were equal. The effective leakage areas oC the houses (a parameter that describes the air tightness of a building envelope, see reCerence 3) were chosen to reftect current building practice. The values chosen Cor the naturally ventilated houses, 700 cm 2 for Portland and Missoula, and 500 cm 2 for Great Falls, provide a ty~ .
ical average ventilation rate, namely 0.5 air changes per hour for the effective ventilation rate.
For the mechanically-ventilated houses, values regarded as typical Cor supertight construction were used to arrive at an effective leakage area of 150 cm 2 . The Can flows of the mechanical ventilation systems were then adjusted to assure the same effective ventilation rates Cor all strategies (i.e., the same as Cor the naturally-ventilated houses).
For the fiCth ventilation strategy, an exhaust Can with a heat pump used to heat domestic water, it was necessary to simulate the hot water demand, inasmuch as the demand and the size of the storage tank determine how much of the required energy can be supplied by the heat pump.
The major parameters are 1) daily hot-water demand profile, 2) total daily hot-water demand, and
3) tank size. For our comparisons we chose two typical tank sizes, two total hot-water demands, and three daily demand profiles to determine the amount of hot-water heating that could be supplied by the heat pump. The following assumptions were made to simplify the analysis:
• The house was modeled as a single zone
• The crawlspace walls were not insulated and the crawl space was assumed to be at outdoor temperature
• Framing of walls and floors were not taken into account for heat-transfer calculations
• Overhangs were not modeled
• Furnishings were not included (i.e., small thermal mass)
• Area ratios of wall surfaces were used to determine view Cactors for calculating radiation exchange
• Beam radiation through windows assumed to strike only the floor
• Heating setpoint was 20 0 C. was also assumed that 70% of the sensible heat gain from people is radiative. Appliances and lighting were assumed to deliver 4000 kWh/year distributed evenly over the year, 25% of which is radiative gain and 75% of which is convective gain. Standby losses from the domestic hot water tank were also included as internal gains.
For the ventilation strategy that uses an exhaust fan with a heat pump for space heating, we assumed that the heating Coefficient of Performance (COP) is 3.0 and that it delivers 920 W. We also assumed that the heat pump output of 920 W includes any heat recovered from the 100-W fan. For the ventilation strategy using an air-t<>-air heat exchanger we made the following assumptions: 1) the heat exchanger has a seasonal heat transfer efficiency of 65% (including freeze-defrost cycles)[13J, and 2) it has two 50-W fans, the supply fan located downstream and the exhaust fan located upstream of the heat exchanger core. Thus, 50 W times (1 + 0.65), or 82.5 W, is recovered when the fans operate during the heating season.
Domestic Hot Water Model
The existing TRNSYS water-heater model has a solar collector system as a heat source. This model has been modified to substitute the heat input from an exhawt air heat pump for that supplied by a solar collector. With this substitution, the heat rejected at the condenser of the heat pump and the flow rate of the hot water loop must be specified. T.J.e condenser heat rejection was obtained from the specifications of a commercially available heat pump, and the water flow rate was determined from an average heat rejection and the size of the heat exchanger at the condenser. Heat-exchanger design parameters (i.e., UA-value and flow velocity) have to be taken into consideration for this calculation. The input data for the simulation runs are presented in the appendix.
For all domestic hot water simulations, the following assumptions were made:
• The storage tank is fully mixed
• The storage tank is located in the heated section of the house and heat losses occur to T = 20 0 C
• The feed-water temperature is constant over the year at 13 0 C
• The daily hot water demand profile does not change over the course of the year
• The heat input from the exhaust air heat pump is either zero (off) or 920 W (on)
• The heat pump can heat water up to T max = 55 0 C
• The minimum hot water delivery temperature required is 60 0 C (with the temperature boost provided by an electric resistance heater),
• The dead band for the water temperature controller at the condenser of the exhaust-air heat pump is 4 0 C. The sixth assumption helps make the simulations more realistic, that is, we set an upper limit oC 55 0 C Cor the temperature at which the heat pump was turned off and used an electric resistance heater to provide the heat required to bring the water up to the 60 0 C delivery temperature. This limitation stems Crom the operating characteristics oC the small heat pumps currently available.
The useCul liCetime of the compressors drops off very quickly as the condenser temperature (and therefore the reCrigerant pressure) increases. Thus, the heat pump cycles on and off depending on the storage tank temperature.
The exhaust-air heat pumps used for space heating and domestic hot water were both sized by calculating the amount oC heat that could be extracted from the exhaust air without causing Creezing at the evaporator of the heat pump. For a supertight house with an exhaust ventilation system, the Can flow rate is 150 m 3 /h. Choosing an exhaust-air temperature drop of 11 K to avoid Creezing, and using the above flow rate, we obtain approximately 550 W of heat from the exhaust air. For space heating we assumed a heating COP of 3.0, but for water heating the COP is lower due to the higher temperature at the condenser. With a COP of 2.5, a condenser heat output of approximately 920 Wresults. Our simulations assume year-round operation of the exhaust fan, but do not take into account the possibility oC the heat pump being used to provide space cooling during the summer.
If the indoor temperature exceeds a certain comCort level (e.g., 25 0 C) the air flow Crom the exhaust Can could be thermostated to reverse, thereby supplying space cooling as well as hot water heating.
RESULTS
The results oC simulating space heating and water heating loads are presented in Tables 1   through 3 . These tables compare the total heating consumptions (space heating + water heating)
Cor the five ventilation strategies in superinsulated houses, and Cor a house built to typical new construction specifications. An evaluation oC the strategi~ based on the bottom line energy consumptions is only strictly valid Cor houses with electric heating and hot water. A Cair comparison
Cor houses with gas heating or hot water should take into l.ccount the price differences between gas and electricity, or possibly compare primary energy consumption to account for the difference between the two Corms oC energy.
In comparing the ventilation achieved with each of the strategies, and remembering that we kept the effective ventilation rate constant, we find two important results. The first is that the average ventilation rate is equal to the effective ventilation rate Cor all mechanical ventilation strategies but not for natural ventilation. This finding indicat.es that the average air flow through the house is higher under natural ventilation, implying that the energy load is higher. This is due to the larger fluctuations in ventilation rate associated with natural ventilation, which can be seen directly in the spread oC the effective ventilation rate, row four. If we now turn to the bottom line, we see that houses using mechanical ventilation strategies with heat recovery consistently consume less energy than houses that rely on natural ventilation.
We also see that houses using exhaust ventilation strategies with heat recovery consume less energy than houses using the balanced Bow strategy, except in Missoula where the balanced Bow A cross-comparison of savings for space and water heating for houses using different ventilation strategies is presented in Figure 2 , which compares the annual energy bills for houses heated by gas and by electricity, with gas-heated houses assumed to have gas water heaters. The local energy prices used are 4 cents/kWh for electricity and $5.69/GJ for gas. Gas space and water heaters are assumed to have a 70% efficiency and electric space and water heaters are assumed to have 100% efficiency. This comparison shows that the total bill (space heat + domestic hot water)
is reduced by 9-21%, or in absolute values, $27-$98 per year, for superinsulated houses employing mechanical ventilation systems with heat recovery compared to naturally ventilated superinsulated
houses. An exhaust system without heat recovery yields slightly negative savings because of the costs of fan operation; however, the system assures better indoor air quality. The savings in an all-electric house are larger for heat pump systems and favor an air-to-water heat pump, whereas for a gas-heated house located in Great Falls, an air-to-air heat exchang"'f system yields slightly higher savings than do heat pump systems. The higher savings for the heat exchanger in the gasheated Great Falls house is due to the higher electricity consumptions of the heat pumps compared to the heat exchangers. All of the results in Figure 2 could be combined with first-cost estimates for the ventilation systems and additional house tightening to determine the cost effectiveness of the different strategies. As the overall consumptions for Missoula are comparable to those for Great Falls, the heating costs were also comparable.
The results presented in Tables 1-3 for the exhaust air heat pump supplying domestic hot water are for the most representative hot water situation (NSDN profile,total hot water demand 232 kg/day, 265 liter tank). Many other combinations of demand profile, total demand, and tank size were tested, the results of which are presented in Table 4 .
The combinations of total demand and tank size shown in Table 4 represent the extremes of the largest tank in combination with the smallest demand, and the smallest tank in combination with the largest demand. The results for all other tank-demand combinations will be in between these two. For the Rand Corporation profile, a small 114-liter tank allows the heat pump to provide more than 80% of the daily domestic hot water energy demand for both total water demands.
The heat pump runs 14-15 hours per day. A plot of the storage-tank temperature over a 24-hour period, in Figure 3a , shows that the heat pump is able to maintain a constant temperature in the . . Tables 1-3) storage tank, with a minimum value of 46 0 C. As mentioned in reference 16, however, this profile gives overly optimistic results; the hot water draw peak occurs between 7 and 8 P.M. and is only 11.6% of the total daily hot water demand.
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The NSDN profile is claimed to be the most representative demand profile (see reference 16).
For this profile, the demand peak is 39.2% between 8 and 9 A.M., and the heat pump runs approximately 12 hours per day, supplying 64-78% of the total energy demand. The storage tank temperature drops down to 29 0 C, for the smallest tank and a high total demand. (See Figure 3b for a plot of storage-tank temperature for a 24-hour period.)
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The last demand profile was used to study the dynamics of the hot water system under extreme demand conditions. The reason for examining this profile is that the exhaust-air heatpump water heater has a much smaller output than conventional water heaters, implying that supply-demand mismatch may be significant. The results of the simulations with this profile indicate that a very large storage tank is necessary to provide the required water temperature with an auxiliary heater of reasonable size. Because of the long periods with no hot water demand, the heat pump run time is small (9-11 h/day), and only 49-71% of the total energy is supplied by the heat pump. During the large demand peaks the storage-tank temperature drops as low as 21 0 C.
Transient storage tank temperature is plotted in Figure 3c .
CONCLUSIONS
Our first set oC conclusions from our comparison of ventilation stl'ategies relates to the total air How and indoor air quality resulting from each strategy. We found that all of the mechanical ventilation strategies examined provided more uniform ventilation rates than natural ventilation, implying lower total air How and better indoor air quality, For the same effective ventilation rate, the mechanical ventilation strategies have fewer periods of low vel".tilation, implying a lower chance of indoor air quality problems. On the other hand, the excess ventilation extremes are lower for the mechanical ventilation strategies.
The ventilation comparisons of the strategies also confirmed that exhaust ventilation is less weather-dependent than balanced ventilation, suggesting that it provides better indoor air quality.
This conclusion, that exhaust ventilation systems provide better indoor air quality than balanced ventilation systems, does not even take into account the short circuiting that can occur when balanced systems are not fitted with ductwork.
The most important conclusion to be drawn from this investigatbn is that mechanical ventilation systems not only provide better ventilation, but can reduce energy consumption significantly. The energy saved by installing a mechanical ventilation system with heat recovery, 9-21% of the total heating bill (space heating + water heating), is comparable to the energy saved by superinsulating a house. This finding holds true even in the extreme climate of Great Falls, Montana (4500 HDD °C).
We can also conclude that exhaust ventilation with heat recovery is a viable ventilation alternative for single-family residences, providing better indoor air quality and larger energy savings than balanced ventilation systems. Other questions to be explored are how the large first costs associated with heat recovery for exhaust ventilation systems can be reduced, how these systems compare in other climates (such as those that have large cooling loads), and how an exhaust-air heat pump can be used to recover other forms of waste heat (e.g., dryer vents, refrigerator 15 exhaust). Comparison of costs for space and water heating for different ventilation strategies for gas space and domestic hot water.
APPENDIX
Fuel Pricea: electricity = 4 c/kWh gas = 2.1 c/kWh
Heater Efficienciea: electric = 100% gas = 70% For cases see Table 3 .
